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GENERAL NOTES:
1. EACH BIDDER OR THEIR AUTHORIZED REPRESENTATIVES SHALL, BEFORE PREPARING THEIR PROPOSAL, VISIT ALL
AREAS OF THE EXISTING BUILDINGS AND STRUCTURES IN WHICH WORK UNDER THIS CONTRACT IS TO BE
PERFORMED AND INSPECT CAREFULLY THE PRESENT INSTALLATION.
5 THIS DRAWING REPRESENTS THE LATEST DOCUMENTED INFORMATION AVAILABLE. HOWEVER, UNDOCUMENTED
CHANGES MAY EXIST. THE CONTRACTOR SHALL PROVIDE THE NECESSARY CHANGES TO PROVIDE A COMPLETE
AND OPERABLE SYSTEM ACCORDING TO THE INTENT OF THIS AND ALL DRAWINGS.
3. NEW SWITCHBOARD COMPONENTS SHALL MEET OR EXCEED SHORT CIRCUIT RATING OF EXISTING SWITCHBOARD
AND SHALL BE OF THE SAME MANUFACTURER.
NOTES BY SymsoL
(1) PROVIDE NEW CIRCUIT BREAKERS FOR THE EXISTING 480V SWITCHBOARD AS SCHEDULED THIS SHEET. CIRCUIT
BREAKERS SHALL BE COMPATIBLE FOR OPERATION AND INSTALLATION WITHIN EXISTING SWITCHBOARD. PROVIDE
ALL INCIDENTALS FOR FULLY FUNCTIONAL SYSTEM.
(2) TRANSFORMER PROVIDED BY DIVISION 16. THIS SEPARATELY DERIVED SYSTEM SHALL BE BONDED TO THE
NEAREST GROUNDING ELECTRODE PER NEC.
EXISTING GE SPECTRA SWITCHBOARD 'SB—UV’
480V, 1600A, 38, 3W (3) OWNER PROVIDED EQUIPMENT INSTALLED BY DIVISION 16.
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